GENERAL NOTES

1.

VERIFY ALL CONDITIONS COVERING OR AFFECTING THE STRUCTURAL WORK.
OBTAIN AND VERIFY ALL DIMENSIONS TO ENSURE THE PROPER STRENGTH, FIT
AND LOCATION OF THE STRUCTURAL WORK; REPORT TO THE ENGINEER ANY AND
ALL CONDITIONS WHICH MAY INTERFERE WITH OR OTHERWISE AFFECT OR
PREVENT THE PROPER EXECUTION AND COMPLETION OF THE WORK.

THIS CONTRACTOR SHALL MAKE ALL NECESSARY FIELD MEASUREMENTS AS
REQUIRED FOR CONNECTIONS TO ADJOINING WORK. CONTRACTOR SHALL VERIFY
ALL EXISTING DIMENSIONS AND ELEVATIONS SHOWN ON THE DRAWING BEFORE
COMMENCING WORK. ANY DISCREPANCIES SHALL BE REPORTED TO THE OWNER'S
RESIDENT ENGINEER.

ALL CONSTRUCTION SHALL COMPLY FULLY WITH THE APPLICABLE PROVISIONS
OF NATIONAL OCCUPATIONAL SAFETY AND HEALTH REQUIREMENTS. THE LOCAL
GOVERNING CODE, LATEST EDITION, AND ALL REQUIREMENTS SPECIFIED IN THE
CODE SHALL BE ADHERED TO AS IF THEY WERE CALLED FOR OR SHOWN ON

THE DRAWINGS. THIS SHALL NOT BE CONSTRUED TO MEAN THAT ANY
REQUIREMENTS SET FORTH ON THE DRAWING MAY BE MODIFIED BECAUSE THEY
ARE MORE STRINGENT THAN THE CODE REQUIREMENTS OR BECAUSE THEY ARE
NOT SPECIFICALLY REQUIRED BY CODE.

ANY EXISTING CONSTRUCTION TO BE MODIFIED AS A PART OF THIS
CONTRACT, SHALL BE REBUILT AS REQUIRED, TO THE SATISFACTION OF THE
ENGINEER.

EXISTING CONSTRUCTION NOT UNDERGOING ALTERATION IS TO REMAIN
UNDISTURBED. WHERE SUCH CONSTRUCTION IS DISTURBED AS A RESULT OF
THE OPERATIONS OF THIS CONTRACT, IT SHALL BE REPAIRED OR REPLACED
BY THE CONTRACTOR AS REQUIRED AND TO THE SATISFACTION OF THE
ENGINEER.

ALL WORK SHOWN ON THESE DRAWINGS MAY BE CHECKED BY AN INDEPENDENT
TESTING AGENCY RETAINED BY OWNER OR PRIME CONTRACTOR TO ENSURE
COMPLIANCE WITH THE REQUIREMENTS SHOWN ON THE DRAWINGS. THE
CONTRACTOR SHALL PROVIDE ACCESS AS REQUIRED FOR TESTING PURPOSES.

ALL WORK SHALL CONFORM TO THE MOST RESTRICTIVE STANDARDS OF THE

FOLLOWING CODES:

A.) INTERNATIONAL BUILDING CODE 2006

B.) ANSI/AISC 360-05 "SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS"

C.) AISI NAS-01 "NORTH AMERICAN SPECIFICATION FOR THE DESIGN OF COLD-
FORMED STEEL STRUCTURAL MEMBERS (INCLUDING 2004 SUPPLEMENT).

D.) AWS D1.1, 2008 "STRUCTURAL WELDING CODE - STEEL" BY AWS.

E.) AWS D1.3, 2006 "STRUCTURAL WELDING CODE - SHEET STEEL" BY AWS.

F.) AWS D9.1, 1994 "SHEET METAL WELDING CODE - STEEL" BY AWS.

STRUCTURAL STEEL - UNLESS OTHERWISE NOTED

1.

1.

ALL STRUCTURAL STEEL SHALL BE DETAILED, SHOP PRIME PAINTED, PIECE MARKED,
FURNISHED, FABRICATED AND ERECTED ACCORDING TO THE ANSI/AISC 360-05
SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS DATED MARCH 9, 2005 AND

TO THE AISC "CODE OF STANDARD PRACTICE".

STRUCTURAL SHAPES SHALL CONFORM TO ASTM A992 GRADE 50 (Fy=50 KSI),
PLATES AND ANGLES SHALL COMFORM TO ASTM A-36 (Fy=36KSlI),
STRUCTURAL TUBING SHALL CONFORM TO ASTM A-500 GRADE "B" (Fy=42 KSI).
COLD FORMED SHAPE SHALL CONFORM TO ASTM A-653 (Fy=50 KSI)

ALL CONNECTIONS SHALL BE HIGH STRENGTH BOLTED, AS NOTED ON THE
DESIGN DRAWINGS.

ALL STEEL SHALL BE HOT DIP GALVANIZED. PURLINS AND CHANNELS TO BE GALVANIZED.

STRUCTURAL STEEL SHALL NOT BE ALTERED IN THE FIELD FROM THAT SHOWN
ON THE DESIGN DRAWINGS. MISMATCHED HOLES SHALL BE REAMED TO A
LARGER DIAMETER. CUTTING, BURNING, OR WELDING NOT SHOWN ON DESIGN
DRAWINGS SHALL NOT BE PERFORMED WITHOUT THE PRIOR WRITTEN APPROVAL
OF THE ENGINEER.

WELDING

WELDING SHALL BE IN ACCORDANCE WITH AMERICAN WELDING SOCIETY "STRUCTURAL
WELDING CODE-STEEL" AWS D1.1 OR WITH "STRUCTURAL WELDING CODE-SHEET
STEEL" AWS D1.3 LATEST EDITION. ELECTRODES FOR WELDING SHALL BE IN
ACCORDANCE WITH AWS 5.1 OR 5.5 LATEST EDITION, EGOXX.

ALL WELDED JOINTS SHALL BE MADE USING THOSE PREQUALIFIED OR QUALIFIED
PER CHAPTER 5 OF THE STRUCTURAL WELDING CODE OF THE AMERICAN
WELDING SOCIETY (AWS). ALL QUALIFIED JOINTS ARE LIMITED TO THOSE MADE
BY THE FOLLOWING WELDING PROCEDURES.

MANUAL SHIELDED METAL ARC, SUBMERGED ARC, GAS METAL ARC
(EXCEPT SHORT CIRCUITING TRANSFER), AND FLUX-CORED ARC.

WELDS SHALL BE MADE ONLY BY WELDERS AND WELDING OPERATORS WHO HAVE
BEEN PREVIOUSLY QUALIFIED BY TESTS AS PRESCRIBED BY THE STRUCTURAL
WELDING CODE OF THE AMERICAN WELDING SOCIETY AND HAVE CURRENT PAPERS
FOR THE TYPE OF JOINT TO BE WELDED.

CONTRACTOR TO SUBMIT CURRENT WELDER QUALIFICATION CERTIFICATION
TO ENGINEER PRIOR TO COMMENCING INSTALLATION.

THE MINIMUM SIZE FILLET WELD SHALL BE 3/16 INCH U.N.O. THE SIZE AND
LENGTH OF ALL FILLETS SHALL BE PROPORTIONED NOT TO LOCALLY
OVERSTRESS THE CONNECTED MEMBERS.

BEFORE WELDING MEMBERS TO EXISTING BEAMS OR COLUMNS, THOROUGHLY
CLEAN ALL SURFACES TO REMOVE RUST, PAINT, DIRT OR OTHER FOREIGN
MATTER IN THE AREA OF WELD.

WHERE WELDING IS USED, THE OWNER OR PRIME CONTRACTOR MAY DECIDE TO MAKE
NON-DESTRUCTIVE TESTS OF THE WELDS USING RADIOGRAPHY, ULTRASONIC TESTING,
MAGNETIC PARTICLE TESTING AND DIE PENETRANT TESTING IN COMBINATION OR
SINGULARLY. THE NON-DESTRUCTIVE INVESTIGATION WILL BE PERFORMED BY AN
INDEPENDENT TESTING LABORATORY QUALIFIED IN THIS TYPE OF WORK. THE COST OF
THIS INVESTIGATION WILL BE ASSUMED BY THE OWNER OR PRIME CONTRACTOR. THE
CONTRACTOR SHALL BE RESPONSIBLE TO PROVIDE ACCESS AS REQUIRED FOR TESTING
LAB PERSONNEL.

WELD ACCEPTABILITY SHALL BE BASED ON AWS D1.1-08 "STRUCTURAL WELDING
CODE-STEEL" OR AWS D1.3-08 "STRUCTURAL WELDING CODE-SHEET STEEL".

IN THE EVENT THE WELDING IS NOT ACCEPTABLE, THE CONTRACTOR SHALL REMOVE
ALL REJECTED WELDING AND REWELD ALL SUCH AREAS. THE CONTRACTOR WILL THEN
ASSUME ALL COSTS IN CONNECTION WITH THE RE-WELDING AND RE-EXAMINATION

OF THE RE-WELDED CONNECTIONS, UNTIL THE WELDING IS ACCEPTABLE.

DESIGN TABLE
GROUND SNOW LOAD Pg 25 PSF
LIVE LOAD 20 PSF
BEAM SIZE W10 & W16 — SEE PLAN
MAXIMUM PURLIN SPACING | 48"
COLUMN SIZE HSS 5 x 5 x 1/4
COLUMN AXIAL 26.5k VERT / 8.7k H
BELL DIAMETER N/A

WIND LOADS

IBC 2006

EXPOSURE C
BASIC VELOCITY 110 MPH
WIND PRESSURE 16 PSF—> 11.5 PSF|
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